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AS 2834-1995 

Appendix D

Surface Resistance of Flooring Systems Computer Accommodation - Guidelines for the 

Control of Static Electricity

 

Temperature 18

Relative Humidity 40

Specimen Length

1 5 Gigaohms

2 5 Gigaohms

3 4 Gigaohms

4 5 Gigaohms

5 6 Gigaohms

6 4 Gigaohms

7 5 Gigaohms

8 4 Gigaohms

Mean 5 Gigaohms

Samples were conditioned for a minimum of 48 hours prior to measurement at 20±2°C and 40±3% 

relative humidity.

No width measurement due to size of specimen.
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AS 2834-1995 

Appendix D

Bulk Resistance of Flooring Systems Computer Accommodation - Guidelines for the 

Control of Static Electricity

 

Temperature 20 °C

Relative Humidity 40 %

Specimen

1 4 Gigaohms

2 7 Gigaohms

3 7 Gigaohms

4 5 Gigaohms

5 4 Gigaohms

6 4 Gigaohms

7 5 Gigaohms

8 4 Gigaohms

Mean 5 Gigaohms

Samples were conditioned for a minimum of 48 hours prior to measurement at 20±2°C and 40±3% 

relative humidity.
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